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Dry closure to 24 Volt TT on Boiler

24 volt AC

40 VA

24 volt AC

24 volt AC

TT

D H W Thermistor 10 K

Alarm Common

Normally Open

Normally Closed

MZ300  Steam Boiler

Dry Closure

24 VAC to dry thermostat

Dry Closure

Dry Closure

20 K Resistor  147F

or in series connection to 24VAC gas valve

with Honeywell Red Link RF  THM532 R

Remove Jumper 1 for Cold Start

Leave jumper 1 on

 for DHW maintenance

J 2 set for polarity of Thermostat data.

Remove or leave J 2  when yellow

 is on and thermostat ON
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