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Dry closure to 24 Volt TT on Boiler
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24 volt ac

Variations in circuits may

require the use of an isolation relay.

40 VA

24 volt AC

24 volt AC

TT

Boiler pipe Thermistor

Dom Hot WaterThermistor

Alarm Common

Normally Open

Normally Closed
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